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Operation

HM FITTINGS

Closing
The closing plug on the fittings‘ adjustment screw connection 

is operated using a socket-screw key (Allen key) no. 5 

– position 1. It is closed by turning it to the right.

The valve of the fittings can be closed off with a plastic pro-

tector (position 2) by turning it to the right. The plastic valve 

cover has mainly a protective function.

When used for closing and opening the flow, its lifespan is 

limited for this function.

Note:
It is possible to drain the radiator after closing the inlet and 

outlet pipes, using a special device from the range on offer by 

HEIMEIER (IMI INTERNATIONAL) called “Draining device –

order no.0301-00.102” and after connection of a 1/2“ pipe.

Presetting
Set the closing plug on the fittings‘ adjustment screw

connection to the “closed” position according to the

“Closing” point. Use a 4mm screwdriver (position 3)

to screw the adjustment plug as far as it will turn to the right. 

Then perform the required presetting by turning the screw-

driver to the left by the required number of turns.

Set the closing plug back to the “open” position.
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Dimensions

Connection fi ttings for
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